
1. To avoid electric shock, disconnect power at the source prior to installation.
2. The installation needs to be conducted by a certi�ed electrician to ensure proper installation.
3. If there are problems with the �xture, turn o� power and do not attempt to repair unless you are a 
certi�ed electrician.
4. The electrical rating of this product is 120-277VAC or 347VAC (refer to product label to determine).
5. 120V photocell is available for �eld installation. Please contact Blue Ocean Lighting for more information. 
5. Read label information carefully to ensure proper input voltage for this product.
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LED TRADITIONAL WALL PACK
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A -  1/2” NPS tapped holes
(surface conduit or photo control)

B -  1/2” NPS Tapped Holes
C -  5/16”  dia. Screw hole

Front housing Sealing ring Bottom box   

EVA Gasket

Screw

Leveling Bubble

  3/4” Close Up Plug

  Photocell 
 (optional)
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